Concrete Pressure Pipe, Bar-Wrapped Steel-Cylinder Type

Effective date: April 1, 2017.
Committee Personnel

The AWWA Standards Subcommittee on ANSI/AWWA C303, which reviewed and approved this standard, had the following personnel at the time:

Sam A. Arnaout, Chair

S.A. Arnaout, U.S. Pipe, Grand Prairie, Texas (AWWA)
W.C. Duke, Bureau of Reclamation, Denver, Colo. (AWWA)
V.E. Fernandez-Cuervo, Miami–Dade Water and Sewer Department, Miami, Fla. (AWWA)
R.L. Gibson, Freese and Nichols Inc., Fort Worth, Texas (AWWA)

The AWWA Standards Committee on Concrete Pressure Pipe, which reviewed and approved this standard, had the following personnel at the time of approval:

Wayne R. Brunzell, Chair
Richard I. Mueller, Secretary

User Members

K.A. Danley, Des Moines Water Works, Des Moines, Iowa (AWWA)
W.C. Duke, Bureau of Reclamation, Denver, Colo. (USBR)
N.D. Faber, San Diego County Water Authority, Escondido, Calif. (AWWA)
J.A. Fleming,* Standards Council Liaison, Greater Cincinnati Water Works, Cincinnati, Ohio (AWWA)
J.C. Gehrig,† Tarrant Regional Water District, Fort Worth, Texas (AWWA)
J.G. Grunow, Louisville Water Company, Louisville, Ky. (AWWA)
D.H. Marshall, Tarrant Regional Water District, Fort Worth, Texas (AWWA)
N.A. Wigner, Los Angeles Department of Water and Power, Los Angeles, Calif. (AWWA)

General Interest Members

H.H. Bardakjian, Consulting Engineer, Glendale, Calif. (AWWA)
G.E.C. Bell, HDR Engineering Inc., Claremont, Calif. (AWWA)
W.R. Brunzell, Brunzell Associates Ltd., Skokie, Ill. (AWWA)
B.C. Coltharp, Freese and Nichols Inc., Dallas, Texas (AWWA)

* Liaison, nonvoting
† Alternate
D. Dechant, Dechant Infrastructure Services, Aurora, Colo. (AWWA)
F.S. Kurtz,* Standards Engineer Liaison, AWWA, Denver, Colo. (AWWA)
S.A. McKelvie,† HDR Engineering Inc., Boston, Mass. (AWWA)
J.J. Roller, CTL Group, Skokie, Ill. (AWWA)
A.E. Romer, AECOM, Orange, Calif. (AWWA)
T.A. Tovey, CH2M, Bellevue, Wash. (AWWA)
A.W. Tremblay, Tipp City, Ohio (AWWA)
M.S. Zarghamee, Simpson Gumpertz & Heger Inc., Waltham, Mass. (AWWA)

Producer Members

S.A. Arnaout, U.S. Pipe, Grand Prairie, Texas (AWWA)
G. Bizien,† Forterra Pressure Pipe, Saint-Eustache, Que., Canada (AWWA)
K.M. Brown, Vianini Pipe Inc., Somerville, N.J. (AWWA)
G. Davidenko, Northwest Pipe Company, Saginaw, Texas (AWWA)
M. DeFranco,† DECAST Ltd., Utopia, Ont., Canada (AWWA)
V. DeGrande,† Ameron Water Transmission Group, Rancho Cucamonga, Calif. (AWWA)
B.D. Keil,† Northwest Pipe Company, Draper, Utah (AWWA)
R.I. Mueller, American Concrete Pressure Pipe Association, Orange, Calif. (ACPPA)
J. Olmos, Ameron Water Transmission Group, Rancho Cucamonga, Calif. (AWWA)
J.A. Tully, DECAST Ltd., Utopia, Ont., Canada (AWWA)

* Liaison, nonvoting
† Alternate
Contents

All AWWA standards follow the general format indicated subsequently. Some variations from this format may be found in a particular standard.

SEC. PAGE SEC. PAGE

Foreword
I Introduction .................................. vii 4.2 Drawings and Data to Be Provided by 7
I.A Background .................................. vii the Purchaser ..................................... 7
I.B History ....................................... viii 4.3 Data to Be Submitted by the 7
I.C Acceptance .................................... viii Manufacturer ..................................... 7
II Special Issues .................................. ix 4.4 Materials ....................................... 8
II.A Advisory Information on Product 4.5 Design .......................................... 11
Application .......................................... ix 4.6 Fabrication ....................................... 15
II.B Other Special Issues ....................... ix 4.7 Fittings and Special Pipe ................. 25
II.C Chlorine and Chloramine Degradation
III Use of This Standard ......................... x of Elastomers ..................................... ix
III.A Purchaser Options and
Alternatives ........................................ x 5 Verification
III.B Modification to Standard .............. xi 5.1 Inspection and Testing by the 28
IV Major Revisions ................................ xi Purchaser ......................................... 28
V Comments ....................................... xii 5.2 Tests ............................................. 29
6 Delivery
6.1 Marking ........................................ 30 5.3 Quality Assurance ........................... 30
6.2 Transportation ................................. 30
6.3 Affidavit of Compliance .................... 30

Tables

1 Thicknesses and Tolerances for Concrete or Cement–Mortar Linings.......................... 12
2 Minimum Nominal Cylinder Thicknesses ........................................ 13
3 Circumferential Tolerances for Steel Cylinders ................................. 13
4 Minimum Thickness of Sheet or Plate for Fittings .......................... 25

Standard

1 General
1.1 Scope ............................................. 1
1.2 Purpose .......................................... 2
1.3 Application ...................................... 2

2 References ....................................... 2

3 Definitions ..................................... 5

4 Requirements .................................... 6
4.1 Permeation ...................................... 6