Errata to
ANSI/AWWA C900-16
Standard
For

Polyvinyl Chloride (PVC) Pressure Pipe and Fabricated Fittings, 4 In. Through 60 In. (100 mm Through 1,500 mm)

(August 2018)

The user is advised that the following reference to Procedure C or D is being removed to bring Section 4.3.3.6 into compliance with the requirements of ASTM D2290.

In Section 4.3.3.6 remove the following:

Procedure C or D

The correct wording of section 4.3.3.6 should read:

Ring-tensile (apparent tensile strength at yield) test. The apparent tensile strength at yield shall not be less than 6300 psi (43.4 MPa) when tested in accordance with ASTM D2290.