Field Welding of Stainless-Steel Water Pipe

First edition approved by AWWA Board of Directors June 11, 2017.
Approved by American National Standards Institute June 29, 2017.
Committee Personnel

The Steel Water Pipe Manufacturers Technical Advisory Committee (SWPMTAC) Task Group on C231, which developed this standard, had the following personnel at the time:

E. Sinjon Bradberry, *Chair*

E. Bird, Smith-Blair, Texarkana, Texas  
S. Bradberry, Ford Meter Box, Pell City, Ala.  
A. Collins, JCM Industries, Nash, Texas  
B. Dix, Felker Brothers, Marshfield, Wis.  
J. Grocki, Nickel Institute, Enfield, Conn.  
G. Hines, Mueller Company, Cleveland, Tenn.  
T. Keffaber, The Ford Meter Box Company, Wabash, Ind.  
M. Langenhan, Total Piping Solutions Inc., Olean, N.Y.  
G. Larsen, Smith-Blair, Texarkana, Texas  
A. Lemke, Romac Industries, Bothell, Wash.  
M. Levine, Straub Coupling, National City, Calif.  
D. Piontek, Total Piping Solutions Inc., Olean, N.Y.  
P. Ray, JCM Industries, Nash, Texas  
J. Reinheimer, Robar Industries Ltd., Surrey, B.C., Canada  
D. Seals, JCM Industries, Nash, Texas  
A. Thoemke, Victaulic, Atlanta, Ga.  
N. Thogersen, Romac Industries Inc., Bothell, Wash.

The AWWA Standards Committee on Steel Pipe, which reviewed and approved this standard, had the following personnel at the time of approval:

J. Warren Green, *Chair*  
Mike Quinnell, *Secretary*

*General Interest Members*

J.E. Koch, HDR Engineering Inc., La Conner, Wash.

* Alternate
Producer Members

D. Mason,* Standards Council Liaison, O & M Enterprises Inc., Holden, Mo. (AWWA)
C.A. Prein, Prein & Newhof, Grand Rapids, Mich. (AWWA)
E.S. Ralph,* Standards Engineer Liaison, AWWA, Denver, Colo. (AWWA)
R.M. Schwecke,† HDR Engineering Inc., Phoenix, Ariz. (AWWA)
T.A. Tovey, CH2M, Portland, Ore. (AWWA)

User Members

A. Collins, JCM Industries, Nash, Texas (AWWA)
D. Dechant, Dechant Infrastructure Service, Aurora, Colo. (AWWA)
B.D. Keil, Northwest Pipe Company, Draper, Utah (AWWA)
A. Lemke, Romac Industries Inc., Bothell, Wash. (AWWA)
R.D. Mielke,† Northwest Pipe Company, Raleigh, N.C. (AWWA)
J. Reinheimer, Robar Industries Ltd., Surry, B.C., Canada (AWWA)
C.P. Shelley, Victaulic Company, Doraville, Ga. (AWWA)
C.C. Sundberg,† Victaulic Company, Issaquah, Wash. (AWWA)

*M. Garcia, Denver Water, Denver, Colo. (AWWA)
J.E. Holzapfel, City of Naperville, Naperville, Ill. (AWWA)
D.J. Martin, Ashwaubenon Water and Sewer Utility, Green Bay, Wis. (AWWA)
B.R. Osborne, Clark County Water Reclamation District, Las Vegas, Nev. (AWWA)
B. Powell, Green Bay Water Utility, Green Bay, Wis. (AWWA)
M. Quinnell, Saginaw-Midland Water Supply, Bay City, Mich. (AWWA)
R. Wagner, Dallas Water Utilities, Dallas, Texas (AWWA)

* Liaison, nonvoting
† Alternate

Copyright © 2017 American Water Works Association. All Rights Reserved.
Contents

All AWWA standards follow the general format indicated subsequently. Some variations from this format may be found in a particular standard.

SEC. PAGE

Foreword

I Introduction .................................. vii
I.A Background ................................ vii
I.B History ...................................... vii
I.C Acceptance ................................... vii
II Special Issues ................................ viii
III Use of This Standard ....................... viii
III.A Purchaser Options and Alternatives viii
III.B Modification to Standard ............... ix
IV Major Revisions .............................. ix
V Comments .................................... ix

Standard

1 General

1.1 Scope ...................................... 1
1.2 Purpose ................................... 1
1.3 Application ................................. 2

2 References ................................ 2

3 Definitions .................................. 2

4 Requirements ............................... 2

4.1 General Requirements ................. 4
4.2 Joint Types ............................... 4

4.3 Qualification of Welding Procedures, Welders, and Welding Operators ................... 5
4.4 Stainless-Steel Filler Material ....... 6
4.5 Welding Procedure Details .......... 6
4.6 Repair of Welds ............................ 8

5 Verification

5.1 Inspection ................................. 8
5.2 Testing ....................................... 9
5.3 Rejection ..................................... 9

6 Delivery

6.1 Marking ..................................... 9
6.2 Affidavit of Compliance ............ 9

Appendices

A Stainless-Steel Filler Material .... 11
B Postfabrication Cleaning of Stainless Steels ........... 13

Tables

A.1 Recommended Filler Materials .... 11
A.2 Recommended Filler Material for Joining Dissimilar Metals .... 12