Emergency Planning for
Water Utilities

AWWA MANUAL M19

Fourth Edition

American Water Works Association
Contents

Foreword, ix

Acknowledgments, xi

Chapter 1 Overview .................................................. 1
   Planning for Disasters, 1
   How to Use This Manual, 4
   References, 5

Chapter 2 Hazard Summary ........................................ 7
   Introduction, 7
   Natural Disasters and Their Associated Hazards, 7
   Human-Caused Disasters and Their Associated Hazards, 14
   Hazard Summary, 16
   References, 18

Chapter 3 Vulnerability Assessment ................................ 19
   Introduction, 19
   Performing a Vulnerability Assessment, 19
   References, 37

Chapter 4 Mitigation Actions ....................................... 39
   Mitigation Measures for System Components, 39
   Costs and Scheduling, 51
   References, 52

Chapter 5 Preparedness Planning .................................. 53
   Introduction, 53
   Basic Principles of a Plan, 53
   Elements of a Plan, 54
   References, 81

Chapter 6 Emergency Response, Recovery, and Training .......... 83
   Emergency Response and Recovery, 83
   Training, 88
   References, 91

Appendix A South Carolina's Guide for Hurricane Procedures .... 93

Bibliography, 97

Index, 103

List of AWWA Manuals, 109
This page intentionally blank.
Figures

2-1  A 400,000-gal (1.5 million-L) steel tank was uplifted and underwent “elephant's-foot” buckling on impact during the Landers, Calif., earthquake
2-2  Map of relative earthquake hazards within the continental United States
2-3  Earthquake-induced forces on buried pipelines
2-4  Seismic forces on water storage tank
2-5  Structural damage from Hurricane Iniki in Kauai, Hawaii
2-6  Flooding in Washington State
2-7  Hazard summary for a hypothetical water system
3-1  Well casing bent by lateral spreading during an earthquake in Daugpan, Philippines
3-2  Broken pipeline in Olive View Hospital after 1971 San Fernando, Calif., earthquake
3-3  Flocculator/clarifier center mechanism damaged from sloshing water in Loma Prieta earthquake (Rinconada Water Treatment Plant, San Jose, Calif.)
3-4  Damaged clarifier plates after earthquake in Limon, Costa Rica
3-5  Tank damage in Hurricane Iniki, Kauai, Hawaii
3-6  Downed power lines at Homestead Air Force Base, Fla., after Hurricane Andrew
3-7  Downed pole-mounted transformer in Hurricane Iniki, Kauai, Hawaii
3-8  Road washed out in flooding in Washington State
3-9  Disaster effects matrix
3-10  Water demand under normal and emergency conditions
3-11  Schematic of Seismic City water system
4-1  Collapsed spring-vibration isolator supporting emergency generator, Whittier, Calif.
4-2  Chlorine cylinders at a Costa Rican water treatment plant were replaced and temporarily restrained after connections were broken when the cylinders toppled during an earthquake
4-3  Brackets designed to keep lab chemicals on shelf, Rinconada water treatment plant. Photo taken after the Loma Prieta, Calif., earthquake
4-4  Mitigation option for water storage tanks
4-5  Mitigation options for pipelines at fault crossings
4-6  Truck crane damage in Hurricane Iniki, Kauai, Hawaii
5-1  Sample water system emergency notification form to be used by the general public
5-2  Sample water system emergency notification form to be used by other agencies
| 5-3 | Sample water system emergency notification report to be completed and used by water system personnel |
| 5-4 | Sample water system emergency communication report to be completed and used by water system personnel |
| 5-5 | Sample water system emergency messages log to be maintained by water system personnel |
| 5-6 | Sample water system emergency support call form and list to be completed and used by water system personnel |
| 5-7 | List of other departments and agencies to notify in an emergency |
| 5-8 | Sample water system emergency priority-service form to be completed and used by water system personnel |
| 5-9 | List of possible individuals and organizations requiring priority service |
| 5-10 | Sample form for notifying public of a water shutoff |
| 5-11 | Sample form for facility vulnerability analysis |
| 5-12 | Sample damage report form |
| 6-13 | Portable water treatment plant filling up inflatable storage in Kauai, Hawaii |
| 6-14 | Emergency potable water provided by tanker truck in Kauai, Hawaii |
5-1  Applicable threshold quantities for chlorine and anhydrous ammonia
This page intentionally blank.
Foreword

Water utilities have a legal responsibility to provide adequate supplies of clean, safe drinking water to their customers, even when disaster strikes. The utility that is prepared will be more effective at responding to and recovering from disasters.

Preparing for disasters can be a daunting task because of the many disaster hazards and dangers that can occur. To ease this task, AWWA Manual M19 provides guidelines and procedures that can be used by utilities of any size.

This fourth edition of AWWA Manual M19, Emergency Planning for Water Utilities, has been updated to include information on several emergency preparedness regulations that were promulgated since the third edition.
This page intentionally blank.
Acknowledgments

The AWWA Management Division of the Technical and Educational Council gratefully acknowledges the work of the Health and Safety Committee. Members of the committee that approved this edition are

D.J. Thorig, California–American Water Company (Chair)
Donna L. Braxton, Kentucky–American Water Company
Robert L. Cariano, Lansing Board of Water and Light
Michael P. Fahy, El Paso Water Utilities
John C. Ihli, Pennsylvania–American Water Company
Steve Korbelak, Palm Beach County Water Utilities
William H. Kreutzer, City of Los Angeles, Department of Water and Power
Daniel Patrick Minor, Kansas City Water Services Department
Regina Mize-Joyner, United Water–Arkansas
Janis Morelli, Elizabeth Town Water
Romie N. Mundy, West Virginia–American Water Company
John M. O’Marra, United Water Management and Services
Steve Pappas, Indiana–American Water Company
Peter S. Puglionesi, Duke Engineering and Services
Clinton R. Van Arsdall, Safety Consultant